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Sebagian pembangkit mikrohidro menggunakan genereator DC, dengan demikian diperlukan perangkat elektronik buck converter yang merupakan salah satu jenis dari dc-dc converter yang berfungsi mengubah besaran pentransmisian listrik ke tempat penyimapanan energi atau dari baterai ke beban penggunaan listrik. Pada rangkian buck converter ini digunakan komponen induktor. Komponen induktor sendiri juga sensitif terhadap gangguan medan magnet di sekelilingnya. Jika perangkat buck converter ini beroperasi di pembangkit mikrohidro maka memungkinkan terjadinya gangguan medan magnet yang berasal dari generator. Oleh karana itu, diperlukan suatu perlakuan khusus untuk mempertahankan keadaan respon sistem walaupun sistem diganggu.
Dalam penelitian ini akan di uji buck converter dengan menggunakan metode kontrol adaptif proporsional Dahlin. Dengan meggunakan metode ini diharapkan keadaan sistem dapat diketahui setiap saat, sehingga diketahui perlakuan yang perlu diberikan kepada sistem. Selain itu, metode tersebut akan dibandingkan dengan metode kontrol proporsional konvensional.
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Partially micro hydro power plants using genereator DC, thus the necessary electronic devices buck converter which is one type of dc-dc converter which serves to change the amount of electricity to the transmission of energy storage or from the battery to the load electricity use. In buck converter’s ciruits inductor component is used. Inductor component itself is also sensitive to disturbance magnetic fields around. If the device operates in buck converter micro hydro generator then enables disturbance magnetic field emanating from the generator. Therefore, we need a special treatment to maintain the state of the system response although plagued system.
In this study will be tested using a buck converter with an adaptive control method of proportional Dahlin. This method is by using state of the system is expected to be known at all times, in order to know which treatment should be given to the system. In addition, these methods will be compared with conventional proportional control method.
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